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REQ’D BETWEEN / TEST COCKS POLYPROPYLENE WALL MOUNTED
THE SUPPLY MAIN » CHAMBER LADDER W/EXTENSlON.

AND THE VAULT ‘ ) 12° "\__TO BE CENTER UNDER DOOR

MIN. RELIEF  PROVIDE HEAT OR

VALVE INSULATION 2
AN

VAULT SHALL BE EQUIPPED W/36" x 36"
LW HATCH HD—10 ALUMINUM HATCH

— 3’ MIN. WHEN VALVE
IS FULLY OPEN

RESILIENT SEATED
SHUTOFF VALVES
(2 REQ'D)

PRE—CAST CONC.
VAULT H-10
LOADING WITH
LADDER

18” MIN. 1K <4 18" MIN.

4” DRAIN— MIN.
/| DRAIN TOWARD ON
[~1 SITE DRAINAGE SYSTEM,
“INOT TOWARD R.O.W.

FINISH /.
O 7 .

SUPPORT STEEL
E SCREW JACK
NOTE:

APPROVED REDUCED PRESSURE BACKFLOW ASSEMBLY TO LAY HORIZONTAL ONLY.

DESIGNED FOR BACK SIPHONAGE AND BACK PRESSURE.

. THE WATER LINE SHALL BE DISINFECTED, FLUSHED, AND PRESSURE TESTED PRIOR TO INSTALLING THE
BACKFLOW ASSEMBLY. THE BACKFLOW ASSEMBLY SHALL BE PROTECTED FROM FREEZING AND FLOODING.
. ALL PIPE, VALVES, AND FITTING JOINTS, FROM SUPPLY MAIN SHALL BE FLANGED AND RESTRAINED.
GROUT PIPE ENTRANCE AND EXIT, IN VAULT, WITH WATER-TITE GROUT.

. VAULTS SHALL BE INSTALLED AT PROPERTY LINE OR EASEMENT LINE.

. VAULTS SHALL HAVE A MINIMUM OF 3’ CLEARANCE FROM ALL STRUCTURES.

. THE BACKFLOW ASSEMBLY SHALL BE TESTED AFTER INSTALLATION AND PRIOR TO ACCEPTANCE AND ALSO
YEARLY THEREAFTER BY A CERTIFIED BACKFLOW ASSEMBLY TESTER. TEST RESULTS SHALL BE SENT TO THE
CITY OF EDMONDS PUBLIC WORKS.
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(ABOVE GROUND INSTALLATION ONLY)

REVISIONS STANDARD DETAIL

APPROVED BY DATE

D. GEBERT | 01/28/04 REDUCED PRESSURE BACKFLOW ASSEMBLY (RPBA)
D. GEBERT | 5/26/06 2.5" AND LARGER

DATE

06/16/03




